)

_ : - r—
. ) . . . : _ NOTES
1. LENGTH OF STRAIGHT UPSTREAM PIPE = 5 FT.

| . . . . e . _ . ) 2. LENGTH OF STRAIGHT DOWN STREAM PIPE =
- 18.3 FT.

3. MINIMUM DISTANCE REQUIRED TO THE
TEMPERATURE SENSOR = 26.2 FT {THIS
PIPING
DOUES NOT HAVE TO BE STRAIGHT.

- . . . . : 4. DESUPERHEATER
- MFR = COPES-VULCAN
MODEL = 12" SAMN-U

BODY = A106 GRADE B CARBON STEEL
MOUNTING CONNECTION = 3“ FLANGED
ANSI 300 SERRATED RF

COOLANT CONN = .1l»" FLANGED ANSI 300
SERRATED RF

5. TWO DRIP LEGS WITH TRAPS WILL
BE REQUIRED FOR THE DESUPERHEATED
STEAM PIPING.

: 6. DIRECT CONDENSATE DRAINS AWAY FROM -
PERSONNEL AND EQUIPMENT.

7. THE PIPING DRAWINGS WILL SHOW THE
ARRANGEMENT AND LOCATION OF EACH
STEAM TRAP STATION.
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NO.1 TURBINE 160% .
CROSS TIE-L INE
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51 DESCRIPTION

NO.

NOTE ¢

CIRCLE ALL REVISIONS. IDENTIFY
WITH DIAMOND. NUMBER AND
ARROW. REMOVE ONLY CIRCLE AND
ARROW BEFORE NEXT REVISION.

CIRCLES

COBE
DATE

51

REV.

Aoeo LIMITS T T1-502 FC
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TO THE FOUL CONDENSATE BY
STRIPPING SYSTEM

54,216 LBS/HR AT 150 PSIG AND 50Q0°F NORMAL = 58,275 LBS/HR AT 150 PSIG AND 377°F 1SSUE CODE |CIMAT’L T.O0. |F|CONST’
o r —aA- N (5160-4A-546 y———{ CTE-51MF-015
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BE&R ENGINEERING OF NORTH CAROLINA, INC.
2000 PERIMETER PARE DRIVE,SUITE 10)
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